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A message from Military Service Groupõs American Waterõs President

American Waterõs Military Services Group owns and operates water and wastewater utilities 

under the Utilities Privatization program and proudly provides water and wastewater 

services to military communities around the country, including yours. Our Companyõs Vision 

ð òWe Keep Life Flowingó drives everything we do for you, our customers. To reinforce our 

vision and maintain your trust, itõs important that we share with you information about our 

commitment to providing high-quality water service.

I am pleased to provide you with the 2020 Annual Water Quality Report with detailed 

information about the source and quality of your drinking water. We have prepared this 

report using the data from water quality testing conducted for your local water system from 

January through December 2020.

With equal importance, we place a strong focus on acting as stewards of our environment. 

In all of the communities we serve, we work closely with the local directorates of public 

works, civil engineering squadrons, local environmental departments and state regulatory 

agencies to protect environmental quality, educate customers on how to use water wisely, 

and ensure the high quality of your drinking water every day.

At American Water, our values ð safety, trust, environmental leadership, teamwork, and high 

performance ð mean more than simply making water available òon-demandó. It means 

every employee working to deliver a key resource for public health, fire protection, the 

economy and the overall quality of life we enjoy ð We Keep Life Flowing. For more 

information or for additional copies of this report, visit us online at www.amwater.com.

Mark McDonough

Military Service Group 

American Water 

This report contains important 

information about your drinking 

water.  If you do not understand 

it, please have someone explain 

or translate it for you.

Este informe contiene 

información muy importante  

sobre su agua potable. Si no lo 

comprende, favor acudir a 

alguien que se lo pueda traducir  

o explicar. 



Once again, we proudly present our Annual Water Quality Report, 

also referred to as a Consumer Confidence Report (CCR). CCRs let 

consumers know what contaminants, if any, were detected in their 

drinking water as well as related potential health effects. CCRs also 

include details about where your water comes from and how it is 

treated. Additionally, they educate customers on what it takes to 

deliver safe drinking water and highlight the need to protect 

drinking water sources.

The Military Service Group American Water is committed to 

delivering high quality drinking water service. To that end, we 

remain vigilant in meeting the challenges of source water 

protection, water conservation, environmental compliance, 

sustainability and community education while continuing to serve 

the needs of all our water users.
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WHERE YOUR WATER COMES 

FROM
The raw drinking water supply is from 

6 groundwater wells located in the Edwards 

Aquifer. Water from the system flows into 

the Leon Creek watershed. Additional 

information about your waterway can be 

obtained through this link: 

https://mywaterway.epa.gov/community/

The Texas Commission on Environmental 

Quality (TCEQ) completed a source water 

assessment for the Leon CreekSystem in 

2020 to meet Federal requirements of the 

SafeDrinking Water Act. The study looked at 

the drainage areaand ranked various 

usability parameters. The watershed 

is  considered impaired for fish and 

shellfish consumption. TCEQ ranked the 

watershed due to pcb contamination in 

samples of fish tissue. To get acopy of the 

assessment, contact TCEQ Region 13, San 

Antonio 210-490-3096 or go to:

https://www.tceq.texas.gov/waterquality/as

sessment/20twqi/20txir 

Disinfection treatment: Groundwater 

supplies are disinfected with chlorine to 

maintain water quality in the distribution 

system.
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QUICK FACTS ABOUT 

THE JBSA LACKLAND 

SYSTEM

Communities served:

Lackland Air Force Base

Water source:

6 Groundwater wells provide 

water for this system

Average amount of 

water supplied to 

customers on a daily basis:

1.6 MGD
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FOR MORE INFORMATION 
To learn more about your water supply 
and local activities, visit us online at 
www.amwater.com

Public Participation
Public input concerning water quality is always 
welcome. Water quality suggestions may be 
forwarded directly to the following:

Mail:  P.O. Box 276260
      San Antonio, TX 78227
Phone: (210) 965-8574.

The web sites of US EPA Office of Water, the Centers 
for Disease Control and Prevention, and Texas 
Department of Environmental Quality (TCEQ) provide 
a substantial amount of information on many issues 
relating to water resources, water conservation, and 
public health. You may visit these sites as well as 
American Water's website at the following addresses:

Centers for Disease Control and Prevention
www.cdc.gov

United States Environmental Protection Agency
www.epa.gov/safewater

Texas Commission of Environmental Quality
www.TCEQ.com

American Water
www.amwater.com

American Water Works Association
www.awwa.org

Safe Drinking Water Hotline: (800) 426-4791

Report any spills, illegal dumping or suspicious 

activity to  The EMCS Service Desk or Military 

Police.

http://www.cdc.gov
http://www.epa.gov/safewater
http://www.TCEQ.com
http://www.amwater.com
http://www.awwa.org
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CHECK YOUR PLUMBING AND SERVICE LINE
If you live in an older home, consider having a licensed plumber check your plumbing for 

lead. If your service line is made of lead, and youõre planning to replace it, be sure to 

contact us at 1-210-965-8574 .
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FLUORIDE
Fluoride is a naturally occurring substance. It 

can be present in drinking water from two 

sources:

1. By nature when groundwater comes into 

contact with fluoride-containing minerals 

naturally present in the earth; or

2. By a water purveyor through addition of 

fluoride to the water they are providing in 

the distribution system.

The JBSA-Lackland System treats the potable 

water using fluoride addition. Fluoride chemical 

addition is adjusted to dose an optimal fluoride 

level of 0.7 parts per million (ppm) and a control 

range of 0.4 ppm to 2.0 ppm to comply with the 

stateõs Water Fluoridation Standards.

If you have any questions on fluoride, please call 

American Waterõs Customer Service Center at 

(210) 965-8374.
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CRYPTOSPORIDIUM
Cryptosporidium is a microbial pathogen found 

in surface water throughout the U.S. Although 

filtration removes Cryptosporidium, the most 

commonly-used filtration methods cannot 

guarantee 100 percent removal. Our 

monitoring indicates the presence of these 

organisms in our source water and/or finished 

water. Current test methods do not allow us to 

determine if the organisms are dead or if they 

are capable of causing disease. Ingestion of 

Cryptosporidium may cause cryptosporidiosis, 

an abdominal infection. Symptoms of infection 

include nausea, diarrhea, and abdominal 

cramps. Most healthy individuals can 

overcome the disease within a few weeks. 

However, immuno-compromised people, 

infants and small children, and the elderly are 

at greater risk of developing life-threatening 

illness. We encourage immuno-compromised 

individuals to consult their doctor regarding 

appropriate precautions to take to avoid 

infection. Cryptosporidium must be ingested to 

cause disease, and it may be spread through 

means other than drinking water. 

 

NITRATES
Nitrate in drinking water at levels above 10 

mg/L is a health risk for infants of less than six 

months of age. Such nitrate levels in drinking 

water can interfere with the capacity of the 

infantõs blood to carry oxygen, resulting in 

serious illness. Symptoms include shortness of 

breath and blueness of the skin. Nitrate levels 

above 10 mg/L may also affect the ability of 

the blood to carry oxygen in other individuals, 

such as pregnant women and those with 

certain specific enzyme deficiencies. If you are 

caring for an infant or you are pregnant, you 

should ask for advice from your health care 

provider.



10

WATER QUALITY 

STATEMENT
We are pleased to report that 

during calendar year 2020, the 

results of testing of your drinking 

water complied with all state and 

federal drinking water 

requirements.

For your information, we have 

compiled a list in the table below 

showing the testing of your 

drinking water during 2020. The 

Texas Commision of 

Environmental Quality 

(TCEQ)allows us to monitor for 

some contaminants less than 

once per year because the 

concentration of the 

contaminants does not change 

frequently. Some of our data, 

though representative, are more 

than one year old.
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American Water Military Service Group ð Scott AFB conducts extensive monitoring to determine if your water meets all water quality standards. The detections of our 

monitoring are reported in the following tables. While most monitoring was conducted in 2020, certain substances are monitored less than once per year because the 

levels do not change frequently. For help with interpreting the tables below, see the òDefinition of Terms Used in This Reportó on the previous page.

HOW TO READ THIS TABLE (FROM LEFT TO RIGHT)
Å Starting with Substance (with units), read across.

Å Year Sampled is usually in 2020, but may be a prior year. 

Å A Yes under Compliance Achieved means the amount of the substance met government requirements. 

Å MCLG/MRDLG is the goal level for that substance (this may be lower than what is allowed).

Å MCL/MRDL/TT/Action Level shows the highest level of substance (contaminant) allowed.

Å Highest, Lowest or Average Compliance Result represents the measured amount detected.

Å Range tells the highest and lowest amounts measured. 

Å Typical Source tells where the substance usually originates. 

Some unregulated substances are measured, but maximum contaminant levels have not been established by the government. These contaminants are shown for your 

information.

NOTE: Regulated contaminants not listed in this table were not found in the treated water supply.

LEAD AND COPPER MONITORING PROGRAM - At least 30 tap water samples collected at customersõ taps every 3 years.

Substance 

(with units)
Year Sampled

Compliance 

Achieved
MCLG

Action Level 

(AL)
90 th Percentile

No. of Homes 

Sampled

Homes Above 

Action Level
Typical Source

Lead 2020 Yes 0 15 ND 32 0 Corrosion of household plumbing systems.

Copper (ppm) 2020 Yes 1.3 1.3 .629 32 1 Corrosion of household plumbing systems.

TOTAL COLIFORM RULE - At least 20 samples collected each month in the distribution system

Substance 

(with units)
Year Sampled

Compliance 

Achieved
MCLG MCL Highest No. of Samples Typical Source

Total Coliform 2020 Yes NA

MCL = No more than 

1 positive monthly 

sample

0 Naturally present in the environment.

E. Coli 2020 Yes 0
TT = No confirmed 

samples
0 Human and animal fecal waste.

NOTE: Col i forms are bacteria that are naturally present in the environment and are used as an indicator of the general bacteriological quality of the water. We are reporting the highest percentage 
of positive samples / highest number of positive samples in any month.
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DISINFECTION BYPRODUCTS - Collected in the Distribution System

Substance 

(with units)

Year 

Sampled

Compliance 

Achieved
MCLG MCL

Highest 

Compliance Result

Range 

Detected
Typical Source

Total 

Trihalomethanes 

(TTHMs) (ppb) 

2020 Yes NA 80 10 0 to 14.2 By-product of drinking water disinfection.

Haloacetic Acids 

(HAAs) (ppb)
2020 Yes NA 60 3 0 to 9.3 By-product of drinking water disinfection.

NOTE: Compliance is based on the running annual average at each location. The Highest Compliance Result reflects the highest average at any location and the Range Detected reflects all 

samples from this year used to calculate the running annual average.

DISINFECTANTS - Collected in the Distribution System and at the Treatment Plant

Substance 

(with units)

Year 

Sampled

Compliance 

Achieved
MCLG MCL

Highest 

Compliance Result

Range 

Detected
Typical Source

Chlorine (ppm) 

(Distribution 

System)

2020 Yes MRDLG = 4 4 1.21 .3 to 2.15 Water additive used to control microbes.

1 - Data represents the highest monthly average of chlorine residuals measured throughout our distribution system.Click to add text
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REGULATED SUBSTANCES - Collected at the Treatment Plant

Substance 

(with units)

Year 

Sampled

Compliance 

Achieved
MCLG MCL

Highest 

Compliance Result

Range 

Detected
Typical Source

Barium (ppm) 2020 Yes 2 2 0.0915
0.0484 to 

0.0915

Discharge of drilling wastes; discharge from metal refineries; 
erosion of natural deposits.

Fluoride (ppm) 2020 Yes 4 4 0.59 0.19 to 0.59

Erros ion of natural deposits; Water additive which promotes 
strong teeth; Discharge from fertilizer and alluminum 

factories.

Nitrate (ppm) 2020 Yes 10 10 2 0.7 to 2.2
Runoff from fertilizer use; industrial or domestic wastewater 

discharges; erosion of natural deposits.

Thallium (ppb) 2020 Yes .5 2 0.81 0 to 0.81
Discharge from electronis, glass, and leaching from ore-

processing sites; drug factories.

Combined 

Radium 

226/228 ( pCi/L)

2017 Yes 0 5 1.5 1.5 to 1.5 Erosion of natural deposits.

Gross Alpha 

(excluding radon 

and uranium) 

(pCi/L)

2019 Yes 0 15 2 2 to 2 Erosion of natural deposits.

Uranium (pCi/L) 2019 Yes 0 30 1.5 1.5 to 1.5 Erosion of natural deposits.

Xylenes 2020 Yes 10 10 .0007 0 to 0.0007
Discharge from petroleum factories; Discharge from 

chemical factories.
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Violations

Substance Violation 

Begin Date

Violation 

End Date

Violation Type Violation Explanation

1,1,1-TRICHLOROETHANE 7/1/2020 9/30/2020 MONITORING, ROUTINE MAJOR
We failed to test drinking water for the contaminant and period indicated. Because of this failure, we cannot be sure of the 
quality of our drinking water during the period indicated. Some people who drink water containing 1,1,1-Trichloroethane in 
excess of the MCL over many years could experience problems with their liver, nervous system, or circulatory system.

1,1,2-TRICHLOROETHANE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR
We failed to test drinking water for the contaminant and period indicated. Because of thisfailure, we cannot be sure of the 
quality of our drinking water during the period indicated.Some people who drink water containing 1,1,2-Trichloroethane in 
excess of the MCL overmanyyears could experience problems with theirliver, kidneys, or immune system.

1,1-DICHLOROETHYLENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR
We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing 1,1-dichloroethylene 
in excess of the MCL over many years could experience problems with their liver.

1,2,4-TRICHLOROBENZENE7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR
We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing 1,2,4-
trichlorobenzene well in excess of the MCL over many years could experience changes in their adrenal glands.

1,2-DICHLOROETHANE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR
We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing 1,2-dichloroethane in 
excess of the MCL over many years may have an increased risk of getting cancer.

1,2-DICHLOROPROPANE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR
We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing 1,2-dichloropropane 
in excess of the MCL over many years may have increased risk of getting cancer.

BENZENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR

We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing benzene in excess of 
the MCL over many years could experience anemia or a decrease in blood platelets, and may have an increased risk of getting 
cancer.

CARBON TETRACHLORIDE7/1/2020 9/30/2020 MONITORING,ROUTINE MAJOR

We failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing carbon tetrachloride 
in excess of the MCL over many years could experience problems with their liver and may have an increased risk of getting 
cancer.

CHLOROBENZENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated.Some people who drink water containing chlorobenzene in 
excess of the MCL over many years could experience problems with their liver or kidneys.

CIS-1,2-DICHLOROETHYLENE7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated. Because of this failure, we cannot be sure of 
the quality of our drinking water during theperiod indicated. Some people who drink water containing cis-1,2-
dichloroethylene in excess of the MCL over many years could experience problems with their liver.

DICHLOROMETHANE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure of 
the quality of our drinkingwater during theperiod indicated. Some people who drink water containing dichloromethane in 
excess of the MCL over many years could have liver problems and may have increased risk of getting cancer.

EHTYLBENZENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure of 
the quality of our drinkingwater during theperiod indicated. Some people who drink water containing ethylbenzene well in 
excess of the MCL over many years could experience problems with their liver or kidneys.

O-DICHLOROBENZENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure of 
the quality of our drinkingwater during theperiod indicated. Some people who drink water containing o-dichlorobenzene 
well in excess of the MCL over many years could experience problems with their liver, kidneys, or circulatory systems.
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Violations Cont'd.

Substance Violation 

Begin Date

Violation 

End Date
Violation Type Violation Explanation

P-DICHLOROBENZENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing p-
dichlorobenzene in excess of the MCL over many years could experience anemia, damage to their liver, kidneys, or 
spleen, or changes in their blood.

STYRENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing styrene 
well in excess of the MCL over many years could have problems with theirliver, kidneys, or circulatory system.

TETRACHLOROETHYLENE7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing 
tetrachloroehtylene in excess of the MCL over many years could have problems with their liver, and may have 
increased risk of getting cancer.

TOLUENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing toluene 
well in excess of the MCL over many years could have problems with their nervous system, kidneys, or liver.

TRANS-1,2-
DICHLOROETHYLENE

7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing trans-1,2-
dichloroethylene well in excess of the MCL over many years could experience problems with their liver.

TRICHLOROETHYLENE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing 
trichloroethylene in excess of the MCL over many years could experience problems with their liver and may have 
increased risk of getting cancer.

VINYL CHLORIDE 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing vinyl 
chloride in excess of the MCL over many years may have increased risk of getting cancer.

XYLENES, TOTAL 7/1/2020 9/30/2020 MONITORING,ROUTINE MAJORWe failed to test drinking water for the contaminant and periodindicated.Because of this failure, we cannot be sure 
of the quality of our drinkingwater during theperiod indicated. Some people who drink water containing xylenes in 
excess of the MCL over many years could experience damage to their nervous system.

The JBSA-Lackland water system PWS ID TX0150114 has violated the monitoring and reporting requirements set by Texas Commission on Environmental Quality (TCEQ) in 
Chapter 30, Section 290, Subchapter F. Public water systems are required to collect and submit chemical samples of water provided to their customers, and report the 
results of those samples to the TCEQ on a regular basis. We failed to monitor and/or report the constituents found in the "violations" tables above. These violations 
occurred in the monitorinf period Third Quarter 7/1/2020 - 9/30/2020.
Results of regular monitoring are an indicator of whether or not your drinkning water is safe from chemical contamination. We did not complete all monitoring and/or 
reporting for chemical constituents, and therfore TCEQ cannot be sure of the safety of your drinking water during that time.

The samples in violation were taken and analyzed by the laboratory, but due to a transition error during the time of American Water taking ownership of the system from 
the government, an outstanding invoice was not paid so the laboratory did not report the sample results to TCEQ. This error and outstanding invoice has been corrected, 
violation resolved, and the system has been returned to compliance.

Please share this information with all people who drink this water, especially those who may not have received this notice directly (I.e.; people in apartments, nursing 
homes, schools, and businesses). You can do this by posting this notice in a public place or distributing copies by hand or mail.

If you have questions regarding this matter, you may contact American Water at (210) 965-8574.
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Å 1,1,1-Trichloroethane 

Å 1,1,2-Trichloroethane 

Å 1,1-Dichloroethene 

Å 1,2,4-Trichlorobenzene 

Å 1,2-Dibromo-3-chloropropane

Å 1,2-Dichloroethane 

Å 1,2-Dichloropropane

Å 2,4,5-T 

Å 2,4,5-TP (Silvex) 

Å 2,4-DB 

Å 3,5-Dichlorobenzoic Acid

Å 3-Hydroxycarbofuran Acifluorfen 

Alachlor

Å Aldicarb

Å Aldicarb Sulfone Aldicarb Sulfoxide 

Aluminum - Total

Å Antimony - Total Arochlor-1016

Å Arsenic

Å Arochlor-1221 Arochlor-1232 

Arochlor-1242

Å Arochlor-1248 Arochlor-1254 

Arochlor-1260 Arsenic ð Total

Å Benzene

Å Benzo(a)pyrene Beryllium ð Total

Å Boron ð Total Bromoform Cadmium 

- Total Carbaryl (Sevin) Carbofuran

Å Carbon tetrachloride Chlorobenzene 

Chromium - Total

Å cis-1,2-Dichloroethene  Cobalt - 

Total

Å Copper - Total

Å Cyanide, Total

Å Dalapon

Å Di(2-ethylhexyl)adipate Di(2-

ethylhexyl)phthalate

Å Dicamba

Å Dichloroprop

Å Dinoseb

Å Ethyl Dibromide

Å Endrin

Å Ethyl Benzene

Å Gamma-BHC (Lindane) Glyphosate

Å Heptachlor

Å Heptachlor epoxide 

Hexachlorobenzene

Å Hexachlorocyclopentadiene Iron ð 

Total

Å Lead - Total

Å Manganese - Total

Å Mercury ð Total

Å Methiocarb

Å Methomyl

Å Methoxychlor

Å Methyl tert-Butyl ether (MTBE) 

Methylene chloride

Å Molybdenum ð Total 

Monobromoacetic Acid Nickel - 

Total

Å Oxamyl (Vydate) Pentachlorophenol 

Perchlorate

Å Picloram

Å Silver ð Total

Å Simazine (Princep)

Å Styrene

Å Thallium - Total

Å Toluene

Å Toxaphene

Å trans-1,2-Dichloroethene 

Trichloroethene (TCE)

Å Vinyl chloride

Å Xylene (total)

Å Zinc ð Total
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